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In case of fire
1. Determine source of fire and size
2. If a small fire, fire extinguishers are located in:
· Office
· Farrowing room A
· New farrowing room 
· Breeding Office
3. As a safety measure, if LP fire, cut off LP tank valves (clockwise to close).  
4. If an electrical fire, switch off breakers.
· Office – breaker box in back bedroom
· New farrowing – breaker box in hallway
· H farrowing – breaker box on outside wall at entrance
· J farrowing - breaker box on outside wall at entrance
· A/B farrowing – breaker box on inside wall on right as walk into building
· C farrowing - breaker box on outside wall at entrance
· Breeding – 3 sets of breaker boxes.  One in breeding office, one in breeding crate area, one in located across from 6th boar pen.
· Gestation – breaker box on control board in center of building.
5. Direct spray from extinguisher to source of flames
6. If needed, call fire department (911)
7. Notify farm manager immediately
Propane Gas Spill or Leak
1. Emergency Contact on call 24 hours a day: 919-642-9940 or 919-633-5406 (Johnson Gas)
2. Contact farm manager immediately.
.
Fuel Oil (gasoline or diesel)
1. Emergency Contact list and telephone numbers are the same as above for Johnson Gas.
2. Contact farm manager immediately.
If there is a complete power outage
1. Go to generator room and follow written instructions.
2. If generator fails to start, then do the following:
a. Open all avenues to allow air into barns.
b. Contact farm manager for further instruction immediately.
****THIS IS AN UNCONTROLLED COPY OF A CONTROLLED DOCUMENT PRINTED 09/10/09 2:50 PM****

